


OHA - Drinking Water Program - Surface Water Quality Data Form WTP-: A
:“::::;“ Netarts Water District ID#: 41 00556  Month/Year: Feb-21 ZE&:{I:; 0.5
IO T,
Date Time Rej;:{"?'(:c;;s* Contc?;1 Tme | actual €T Temp pH Required CT | 7 pmete D’Deen?cl;:do;l‘v
[ppm or mg/L] [ [minutes] CXT [°C] formula | Yes/No [GPM]
] 8:30 1.10 140 154.0 9.4 7.71 26.1 Yes 105
2 8:30 0.96 140 134.4 9.4 7.69 25.5 Yes 97
3 8:30 0.88 140 123.2 94 7.62 246 Yes 90
4 8:30 0.88 140 123.2 9.6 7.68 248 Yes 101
5 8:30 0.91 140 127.4 9.5 7.68 251 Yes 105
6 8:30 0.95 140 133.0 9.5 7.70 25.4 Yes 140
7 8:30 0.97 140 135.8 94 7.70 256 Yes 152
8 8:30 1.09 140 152.6 9.6 7.64 251 Yes 115
9 8:30 1.18 140 165.2 9.7 7.68 25:5 Yes 144
10 8:30 1.19 140 166.6 9.7 7.72 25.9 Yes 90
11 8:30 1.23 140 17.2:2 9.7 7.71 259 Yes 1583
12 8:30 1.22 140 170.8 9.4 7.70 26.3 Yes 198
13 8:30 1.19 140 166.6 9.4 1 26.3 Yes 337
14 8:30 1.13 140 158.2 9.3 7.43 23.8 Yes 127
15 8:30 1.05 140 147.0 9.4 7.42 23.4 Yes 132
16 8:30 0.95 140 133.0 9.3 7.41 23.2 Yes 110
17 8:30 0.92 140 128.8 94 7.40 22.9 Yes 108
18 8:30 0.94 140 131.6 9.6 7.43 229 Yes 113
19 8:30 1.02 140 142.8 9.6 7.49 23.6 Yes 106
20 8:30 1.04 140 1456 9.7 7.52 23.7 Yes 155
21 8:30 1.05 140 147.0 9.6 7.56 242 Yes 159
22 8:30 1.10 140 154.0 9.6 7.56 24.4 Yes 105
23 8:30 1.03 140 144.2 9.5 7.58 245 Yes 102
24 8:30 0.96 140 1344 9.5 7.60 245 Yes 104
25 8:30 1.01 140 1414 9.7 7.63 246 Yes 101
26 8:30 1.03 140 1442 9.7 7.60 24.4 Yes 120
27 8:30 1.01 140 141.4 9.6 7.63 247 Yes 163
28 8:30 1.08 140 151.2 9.7 7.66 25.0 Yes 158

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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